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SCALE: 1/4" = 1'-0"

DEMOLITION PLAN LEGEND

EXISTING WALLS TO REMAIN

T Z- EXISTING WALLS TO BE REMOVED

EXISTING DOOR AND FRAME TO REMAIN.

\ EXISTING DOOR TO BE REMOVED.
SEE KEY NOTES REGARDING EXISTING
FRAMES.

EXISTING ITEM TO REMAIN

——————— EXISTING ITEM TO BE REMOVED

@ DEMOLITION PLAN NOTE

= mmm mmm = CONSTRUCTION LIMITS

DEMOLITION PLAN NOTES:

GENERAL CONTRACTOR RESPONSIBLE FOR THE
COORDINATION OF ALL DEMOLITION W/ NEW
CONSTRUCTION WORK.

VERIFY ALL DIMENSIONS AND CONDITIONS AT JOB SITE.
PORTIONS OF EXISTING CONSTRUCTION MAY HAVE BEEN
REMOVED BY OWNER.

UNLESS NOTED OTHERWISE, ALL DASHED ITEMS ARE TO
BE REMOVED.

ALL EXISTING FLOOR FINISHES TO BE REMOVED UNLESS
NOTED OTHERWISE. PREP EXISTING SUBSTRATE TO
RECEIVE NEW FLOOR FINISH. SEE ROOM FINISH
SCHEDULE.

ALL EXISTING CEILING FINISHES TO BE REMOVED UNLESS
NOTED OTHERWISE, INCLUDING RELATED HANGERS AND
FRAMING.

REMOVE ALL INTERIOR & WALL MOUNTED ITEMS IN AREAS
TO BE REMODELED, INCLUDING BUT NOT LIMITED TO,
CABINETRY, EQUIPMENT, LOCKERS, SHELVING,
HOOKSTRIPS, CHALK AND TACK BOARDS, MIRRORS, WALL
AND CEILING TRIM, BASE.

REFER TO MEP DRAWINGS FOR ADDITIONAL DEMOLITION
ITEMS & NOTES. COORDINATE DEMOLITION WORK W/
PLUMBING, HVAC & ELECTRICAL REQUIREMENTS.

MAINTAIN CONTINUOUS UTILITY SERVICE TO ALL SPACES IN
THE BUILDING NOT AFFECTED BY THIS WORK. COORDINATE
WITH OWNER ANY DISRUPTION IN SERVICES REQUIRED TO
PERFORM WORK OR TO MODIFY EXISTING PIPING,
DUCTWORK OR ANY ASSOCIATED EQUIPMENT.

CONSTRUCT A DUST—PROOF PARTITION TO SEPARATE
AREAS OF CONSTRUCTION FROM ADJACENT OCCUPIED
AREAS OUTSIDE SCOPE OF CONSTRUCTION.

DEMOLITION KEY NOTES:

ONNONNONOIONO)

REMOVE EXISTING DOOR AND FRAME.

REMOVE EXISTING DOOR. EXISTING FRAME TO REMAIN.

REMOVE EXISTING CONVECTOR UNITS, SEE MECHANICAL
PLANS.

REMOVE EXISTING WOOD FRAME AT FORMER INTERIOR
WINDOW OPENING. PATCH WITH NEW METAL STUD FRAMING
& GYP. BOARD BOTH SIDES TO MATCH ADJACENT WALL.

CUT OPENING IN EXTERIOR WALL FOR NEW MECHANICAL
LOUVER. SEE ELEVATION 7/A801 AND MECHANICAL DWGS.
FOR MORE INFORMATION.

CUT OPENING IN EXISTING CONCRETE FLOOR FOR NEW
TRENCH DRAIN. SEE A101 & PLUMBING DWGS FOR SIZE
AND LOCATION OF NEW TRENCH DRAIN.
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ROOM FINISH SCHEDULE
Project: VAMC - Tomah Construct EMS Wash Down Room B403 Project No.13-R005 NEW WALL / PARTITION
Room # Room Name Floor Base North East South West Ceiling Type Notes
EXISTING WALLS TO REMAIN
1308A  |UNIFORM CHECK-OUT PE-1 PE-1 PA-1 PA-1 PA-1 PA-1 SUSP AC-1 1
1308B |STORAGE PE-1 PE-1 FRP-1 FRP-1 FRP-1 FRP-1 SUSP AC-1 2 -
1308C  |WASH DOWN ROOM PE-1 PE-1 FRP-1 FRP-1 FRP-1 FRP-1 SUsP AC-2 2 S
- - NEW DOOR AND FRAME. SEE DOOR
O . GENERAL NOTES: SCHEDULE ON SHEET A/XXX.
o ° * ALL HOLLOW META L DOOR FRAMES TO BE PAINTED PA-2.
C .
5 * ALL LOUVERS, VENTS, AND GRLLES TO BE PAINTED TO MA TCH ADJACENT WA LL/CEILING COLOR.
I * ALL BULKHEA DS A ND SOFFITS TO BE PAINTED TO MATCH ADJACENT WALL COLOR, UNLESS OTHERIWSE NOTED. EXISTING DOOR AND FRAME TO REMAIN
m * PROVIDE SLD-1 AT ALL WINDOW STOOLS.
[
s s A
c
N ROOM FINISH NOTES: % ) SECTION REFERENCE
o 1 PROVIDE PLAM-1 AT COUNTERTOP.
= 2 PROVIDE FIBER-REINFORCED PLASTIC PANELS (FRP-1) AT WALLS UP TO UNDERSIDE OF CELING. SEE ELEVATIONS FOR LOCATIONS.
, » DETAIL REFERENCE
" 11°—63 ‘_,ﬁ!‘
46 r- | | | | | | | Iﬁ
s 1 v r U RMMAATEDIAL © /LIEI I Bl e e e e /D1 INTERIOR ELEVATION
: MATERIALS SCHEDULE T T T ]|
° | "x36" [ "x36" | ?OU..NTER.
° MATERIALS SCHEDULE | @w_ Il @ | e
" Project: VAMC - Tomah Construct EMS Wash Down Room B403 Project No. 13-R005 I — '\\ ! I @ PLAN NOTE
Q CODE MATERIAL NAME & NUMBER MANUFACTURER I N I
g o INTERIOR ARCHITECTURAL WOODWORK - Division 6 (lg CHE\]&E(OROMUT PARTITION TYPE / FURRING TYPE
E PLAM-1 Plastic Laminate #7735-58 "Portico Marble", Matte Finish (or Prior Approved Equal) Fomica 9 I 1308A I
e = N = FE FIRE EXTINGUISHER
o © SLD-1 Solid Surface #656 "River Rock Mosaic" (or Prior Approved Equal) Fomica I &0/ I
O b L e e T T Arv - - - T===
5 ACOUSTICAL CEILING - Division 9 I [ L SN | 0 I = mmm mmm = CONSTRUCTION LIMITS
0 o | . 1L e (uh Ty
o AC-1 Acoustical Ceiling #1900 Ultima, White, 24"x24"x3/4" Square Edge Lay-In Panel Armstrong | L L I
w/ Prelude 9/16" Exposed Tee Grid, White (or Prior Approved Equal) TR TR TR — fRP=———fRP—— FIBER-REINFORCED PLASTIC WALL PANELS
N AC-2 Acoustical Ceiling #1935 Ultima Health Zone, White, 24"x24"x3/4" Square Edge Lay-In Panel - Scrubbable Tile Armstrong I @_(3' I
w/ Prelude 15/16" Exposed Tee Grid, White (or Prior Approved Equal) B
| AT & | SLOPED AREA OF NEW RESINOUS
EPOXY FLOORING - Division 9 N (;Jo&) \ - FLOORING SYSTEM. SEE DWG. 6/A201.
PE-1 Poured Epoxy Micorox Floodife DF, "Light Gray" with Micorox 1882 Sealer, "Dark Gray", Non-slip finish. Micor E I I
(or Prior Approved Equal) &
I & (géssgé\) I
PAINTING - Division 9 ‘l‘\_@
S 10'-38" |
5 I TYPES: .
RS) PA-1 Paint #0OC-122 "Cotton Balls" - Gloss Lewel 4 (or Prior Approved Equal) Benjamin Moore B a WALL PAHTITION PES GENEHAL PLAN NOTES'
o PA-2 Paint (Hollow Metal Frames) #1541 "London Fog" - Gloss Lewel 5 (or Prior Approved Equal) Benjamin Moore I 4'—g3” 1T£5S<|><EI; 1 I
S o & 8 (BY W) 3 5/8” STEEL STUDS @ 16" O.C. WITH ONE LAYER 5/8" . VERIFY ALL DIMENSIONS AND CONDITIONS ON JOB SITE.
I MISC SPECIALTIES - Division 10 I — I TYPE X’ GYPSUM BOARD @ EACH FACE. EXTEND TO DECK. . SEE SPECIFICATIONS FOR MATERIALS SPECIFICATIONS
. et
E © FRP-1  Fiber-Reinforced Plastic Panels #S100G "White" Smooth Texture (or Prior Approved Equal) Marlite DEEP. BEAM I o (F2 I SAME AS "A1", BUT WITH 5/8"” MOISTURE—RESISTANT TYPE REQUIREMENTS.
; o0 ™4 & (BY VA) ! "X’ GYPSUM BOARD. o MAINTAIN CONTINUOUS UTILITY SERVICE TO ALL SPACES IN
c /r — I THE BUILDING NOT AFFECTED BY THIS WORK. COORDINATE
s ® i BATT INSULATION BETWEEN' STUDS, W/ ONE LAYER 56" PERFORM WORK OR TO MODIFY EXISTING PIPING,
C) ,
DOOH SCHEDULE k b I 3 (8Y W) I TYPE *X' GYPSUM BOARD. EXTEND TO DECK. DUCTWORK OR ANY ASSOCIATED EQUIPMENT.
o e 3" | ST%QBGE g | - X ¢ CONSTRUCT A DUST—PROOF PARTITION TO SEPARATE
F TEZNSNEA(;JT F SAME AS "F1”, BUT WITH 5/8” MOISTURE—RESISTANT TYPE AREAS OF CONSTRUCTION FROM ADJACENT OCCUPIED
- SIZE SIZE HARDWARE | ASSEMBLY BOCR. | (BY WA) | X’ GYPSUM BOARD. AREAS OUTSIDE SCOPE OF CONSTRUCTION.
8 N DOOR NO. ROOM NO. ROOM NAME TYPE MATERIAL FINISH GLASS TYPE TYPE MATERIAL FINISH GROUP RATING SCHEDULE N ﬂ
w WIDTH HEIGHT WIDTH HEIGHT REMARK S 2 o ” ” v . A T A A | |
N B 0 | \301/ _—_ B | () 2" RIGID INSULATION W/ 5/8” TYPE ‘X' GYPSUM BOARD @ F',;(';ET%V,_!_?_-,,h’,gH\'E'DL_LEARﬁ%O%Mfgs ONED
S 250 INTERIOR FRONT FACE OF EXTERIOR COLUMNS. EXTEND TO FACE—OF —FINISHED—PARTITION
1308A.0 1308A UNIFORM CHECK-OUT 3-6" 70" A WD STN - 3-10" 7-2" 1 HM PA HW-2.0 - 1 (BY W) DECK. '
l 1308B.0 1308B STORAGE 3-6" 70" B FIBERGLASS STN - 3-10" 7-2" EXISTING HM PA HW-1.0 - 1 FEI o I . ALL NEW WALLS TO EXTEND TO UNDERSIDE OF FLOOR
9 : Icp " 8 I SAME AS "F2", BUT WITH 5/8" MOISTURE—RESISTANT TYPE STRUCTURE UNLESS NOTED OTHERWISE.
= |DOOR SCHEDULE REMARKS: TASKI _ X’ GYPSUM BOARD. o
g 1.DOOR TO BE PRE-FINISHED BY DOOR MANUFACTURER. RESIDENT ENGINEER TO SELECT FINISH COLOR FROM MANUFACTURER'S FULL RANGE OF AVAILABLE FINISHES. I @Eﬁ‘ﬁ”\(— I o PROVIDE TYPE "X~ FIRE RATED GYPSUM BOARD AT ALL
2 | T J | PARTITIONS. PROVIDE MOISTURE—RESISTANT TYPE °X’
9 . YP A AT WASH .
S /I_ ~— I m 1l I%A@&R?%SB I GYPSUM BOARD WASH DOWN ROOM
° o B R | ABO1 I e  SEAL ALL WALL PENETRATIONS AT PERIMETER AND
2 ABOVE | e I i‘_’g’g 029 | FIRESTOP ALL FIRE RATED PARTITIONS.
oo ||1"8 4 -0 i " PATCH ALL OPENINGS WHERE DUCTS AND PIPES ARE
@ ':=|= i AN T | | & H025 FFE ., | REMOVED. REFER TO MECHANICAL AND PLUMBING DWGS.
801 % (Mo E}E { ﬂ?jr\__ i A < FFE EF FFE, )
| O Nl e M T o ~ | i I i) | e  ALL EXISTING EXTERIOR WINDOWS TO RECEIVE SOLID
< B | I - % (Br W) S - 7 S E— SURFACE WINDOW STOOLS. SEE DETAIL 4/A801.
3_6 3_g" , 3—=10" | I sy 5515-“4 MoP WEYEWPSE“ I I w057~ 475 55{52 0 //+o.57oi I
Jﬁg,, 2#1 NEW INTERIOR WALL :ﬁﬁﬁ@r (ﬁl FFE = FHE e  PROVIDE WOOD BLOCKING AS REQUIRED FOR ALL WALL
~ ARTTION TvPes | B oo /V(:\\o 4 | | e e e | MOUNTED FURNISHINGS & EQUIPMENT, INCLUDING OWNER
S 3 1/2% L, VARIES 1/23 0 E =), vl A 2 N, ar 75 PROVIDED [TEMS.
0 Ve 1% rrrrarvi il | . y | | L Lo ] «  VERIFY WITH OWNER THE EXACT HEIGHT AND LOCATION OF
& - %v - N — : CIJ Isrouce ol e Cf ;F WASH DOWNgls ALL WALL MOUNTED AND CEILING MOUNTED ITEMS.
2 , e 1SS - - 7% af B
I o / ° ~| o - 5 L / STEEL DOOR FRAME NEW DUCTHORK ° I @ = T I o I = '%%“ - I e  SEE SHEET A301 FOR FIRST FLOOR REFLECTED CEILING
< hl - ] ] Cl AS SCHEDULED — DoV, St - G N PLAN.
E ~ ~ ~ —1__ ] SR = GROUT SOLID ' | N | ! 1 I
“ CONT. SEALANT — @-\\ ABO1 : e  SEE SHEET A201 FOR NEW DOOR SCHEDULE, NEW DOOR
2 L L 27|27 TYPICAL ENTIRE | ¢ | | . 10°-33 | & FRAME TYPES, & ROOM FINISH SCHEDULE.
[0) VARIES PERIMETER \ \ ) PROVIDE FIRE EXTINGUISHERS PER CODE.
5 b - - 7 7 TYPICAL DISTANCE DEEP BEAM ~ R I J_ e it I
" » [ HEAD SIMILAR | 2 e}
FLUSH WD. FLUSH 1-15/16 1-15/16 FROM PERPENDICULAR ABOVE N .
DUTCH FIBERGLASS PREPARE EXISTING CONCRETE SLABS TO RECEIVE NEW
DOOR DOOR ORI NHERE SHOWN N e — = £ e e e e e e = ] RESINOUS FLOOR FINISH, PER RESINOUS FLOOR
’ CONSTRMCTION LMITS ~ —~ CONSTRUCTION LIMITS MANUFACTURER’S RECOMMENDATIONS.
1
GENERAL DOOR NOTES:
4 DOOR FRAME PROFILE 5 TYP. JAMB @ GWB PARTITION 5 PLAN @ SLOPED RESINOUS FLOOR
° « ALL DOORS ARE 1—3/4" TH|CK, UNLESS SCALE: 3"=1'-0" SCALE: 1-1/2" = 1'-0" SCALE: 1/4" = 1'-0"
(@]
w NOTED OTHERWISE. .
< :
o | F.F.E. = FINISH FLOOR ELEVATION | FLOOH PLAN KEY NOTES
(@]
[ 2 2:2954TYFO)ES 3 EcljéhﬂF_IYOPES @ EXTEND HEIGHT OF EXISTING WALL TO DECK ABOVE WITH METAL
< ' - ' - STUDS AND GYPSUM BOARD TO MATCH ADJACENT CONSTRUCTION.
c
; @ PROVIDE WALL—MOUNTED ADJUSTABLE STAINLESS STEEL SHELF
< SYSTEM W/ STANDARDS, BRACKETS & WIRE SHELVES. PROVIDE
= BLOCKING IN WALL AS REQUIRED. SHELF SYSTEM TO BE "WALL
© MOUNT SHELF SYSTEM” AS MANUFACTURED BY NEXEL, OR PRIOR
) h APPROVED EQUAL.
5 @ PROVIDE WALL—MOUNTED MOP/TOOL RACK THIS WALL FOR HANGING
CLEANING ACCESSORIES. PROVIDE BLOCKING IN WALL AS REQUIRED.
@ PROVIDE FRP—1 WALL PROTECTION THIS WALL TO UNDERSIDE OF
CEILING. SEE MATERIALS SCHEDULE ON SHEET A201.
@ PATCH EXISTING INTERIOR WINDOW OPENING W/ METAL STUDS &
0 GYP. BD. TO MATCH ADJACENT CONSTRUCTION. PROVIDE WALL
© FINISHES ON 1309 CORRIDOR SIDE OF WALL TO MATCH EXISTING.
2 N
[0) @ FLOOR FINISH TO BE SLOPED IN HATCHED AREA TO DIRECT WATER
5 TO NEW TRENCH DRAIN; SLOPE AS INDICATED ON PLAN 6/A201.
[ PLAN NORTH SEE PLUMBING DWGS. FOR ADD’L INFORMATION.
d—
'ccc) @ NEW 24"x12" EXTRUDED ALUMINUM STATIONARY LOUVER IN NEW
= OPENING IN EXISTING WALL. PROVIDE STEEL ANGLE LINTEL, W/
o THRU-WALL FLASHING ABOVE. SEE DETAILS ON SHEET AB01 &
E 1 FlRST FLOOR PLAN MECHANICAL DWGS.
S SCALE: 1/4" = 1'-0"
lon
o
o
o
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4 5 6 7 8 9 |
FLOOR PLAN LEGEND
2'-0" x 2—0" SUSPENDED EXPOSED GRID
ACOUSTIC CEILING TILE
GYPSUM BOARD CEILING OR BULKHEAD
2 2 x 4 FLUORESCENT LIGHT. SEE ELEC. DWGS.
CEILING RETURN, TRANSFER, OR EXHAUST GRILLE.
SEE MECHANICAL DRAWINGS
- - - = === ] S CEILING SUPPLY GRILLE. SEE MECHANICAL DWGS.
AC-1 |—\ |
8'-0" AFF. ®
| \\ | | | ©) REFLECTED CEILING PLAN NOTE
| ~UNIFORM | % EMERGENCY EXIT LIGHT. SEE ELEC. DWGS.
I CACLR=OUT I
130BA ]
| - | = mm mmm mm CONSTRUCTION LIMITS
—r—
| & LT3
| I
=|u
@)™
| | o< REFLECTED CLNG. PLAN NOTES:
] o™~
| = = «  GENERAL CONTRACTOR IS RESPONSIBLE FOR THE COORDINATION OF
o ALL ABOVE CEILING WORK
| | & «  PERIMETER CEILNG TILES SHALL NOT BE LESS THAN 4"
| | «  LOCATE ALL SPRINKLER HEADS, SMOKE DETECTORS, AUDIO
SPEAKERS, ETC. IN THE CENTER OF CEILING TILE.
| ae— «  ALL FINISHED CEILING HEIGHTS TO BE AS NOTED ON REFLECTED
] CEILING PLAN.
I I «  SEE ROOM FINISH SCHEDULE FOR CEILING FINISHES AND SCHEDULED
| B | CEILING TYPES.
«  SEE ELECTRICAL DRAWINGS FOR LIGHTING FIXTURE LAYOUTS AND
5 | | SPECIFICATIONS.
— 0 «  SEE HVAC DRAWINGS FOR CEILING DIFFUSER LAYOUTS AND
| | SPECIFICATIONS.
| 2 | «  SEE FIRE PROTECTION DRAWINGS FOR FIRE PROTECTION PLANS AND
| STORAGE | NOTES.
15068
AC—1I—\ | REF. CLNG PLAN KEY NOTES:
7-11" A.F.F.I | -
~ 2 (1) GYP. BD. SOFFIT ABOVE SHELVES @ 7'~0". SEE DETAIL 5/A801.
| ALY
Ol
| | &=
m
. 19]
— = |
I ‘ I LTl
| | &
Lol
a3l 3
- |
| . | I
e—1Z el
7-8" AFF.
WASH [DOW
| ™ |
1308C s
L BB
GYP. BD. SOFFTT i oIl
7-0" AFF. | . L
@ \ s e
i RIIEEE
|~
L | | | I | | | J
CONSTRUCTION LIMITS AN
N
PLAN NORTH
FIRST FLOOR REFLECTED CEILING PLAN
1 SCALE: 1/4" =1'-0"
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Pl INTERIOR ELEVATION NOTES:

-1 -1 -1
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r—————— 7 = = T FOR PLASTIC LAMINATE AND SOLID SURFACE SELECTIONS.
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- ETAL BRACKET INCLUDING OWNER FURNISHED ITEMS.
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o NEW FIBERGLASS DOORJ \6" INTEGRAL EPOXY \6" INTEGRAL EPOXY \6" INTEGRAL EPOXY \6" INTEGRAL EPOXY

IN EXISTING FRAME. COVE BASE COVE BASE COVE BASE COVE BASE

SEE DOOR SCHEDULE.
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DEMOLITION AND INSTALLATION NOTES:

MODIFY THE EXISTING SPRINKLER LATOUT TO MEET THE NEW SPACE CONFIGURATION, PROVIDE CONCEALED
PENDENT STYLE SPRINKLER HEADS WITHIN AREA OF WORK
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FIRE SUPPRESSION PLAN - DEMO WORK

P200

P

FRST ALOOR PLAN

QoK (A

NORTH

MOST REMOTE 1500 S.F,
NOTE: ALL AREAS NOT IDENTIFIED ARE LIGHT HAZARD

GENERAL FIRE PROTECTION NOTES:

PRAUINGS ARE INTENDED TO SHOW SCOPE OF WORK ONLY, CONTRACTOR SHALL BE RESPONSIBLE FOR COMPLETE SPRINKLER PLANS,
APPROVALS, AND INSTALLATION, CONTRACTOR SHALL PROVIDE ALL REQUIRED PIPING, VALVES, APPURTENANCES, AND EQUIPMENT
NECESSART FOR A COMPLETE STSTEM.,  ADDITIONAL TEES, ELBOWS, BENDS, HEADS, ETC. SHALL BE PROVIDED AS NECESSARY TO
AVOID EXISTING OBSTRUCTIONS, AT THE END OF CONSTRUCTION, THE ENTIRE STSTEM SHALL FULLY COMPLY WITH THE LOCAL FIRE CHIEF,
WISCONSIN CODES, AND APPLICABLE NFPA STANDARDS,

THE INTENT OF THIS PROJECT 1S TO MODIFY PIPE ROUTING AS REQUIRED TO ACCOMMODATE NEW DUCTWORK, NEW CEILINGS, CHANGES N
ROOM CONFIGURATION, AND PROVIDE NEW SPRINKLER HEAD AND PIPING LATOUT,

FIRE PROTECTION CONTRACTOR SHALL PROVIDE A COMPLETE FIRE PROTECTION STSTEM INCLUDING ALL NECESSART PIPING, VALVES,
CONTROLS, FITTINGS, HARDWARE, AND ALL APPLICABLE ELECTRICAL EQUIPMENT. FIRE PROTECTION CONTRACTOR SHALL BE
RESPONSIBLE FOR ALL TAMPER SWITCHES, FLOW SUWITCHES, AND OTHER TTRICAL EQUIPMENT.

ROUTE ALL PIPING AS NECESSART TO AVOID STRUCTURAL, MECHANICAL, ELECTRICAL, AND OTHER PIPING OBSTRUCTIONS IN CEILING
PLENUMS, WALL CHASES, AND OTHER AREAS OF INSTALLATION, PROVIDE ADDITIONAL TEES, ELBOWS, BENDS, AUXILIART DRAINS,
SPRINKLER HEADS, ETC. AS NECESSART TO ACCOMMODATE OTHER TRADES., DO NOT ROUTE PIPING IN EXTERIOR WALLS, ABOVE
ELECTRICAL PANELBOARDS, OR WITHIN ANYT DESIGNATED AND/OR CODE REQUIRED EQUIPMENT CLEARANCES, CLOSELT COORDINATE
PIPE ROUTING WITH OTHER TRADES TO AvOID CONFLICT IN THE FIELD. ADJST ROUTING AS NECESSART TO MAINTAIN REASONABLE
ACCESS TO MECHANICAL EQUIPMENT, PLUMBING CLEANOUTS, ELECTRICAL DISCONNECTS, OR OTHER EQUIPMENT REQUIRING PERIODIC
SERVICE AND MAINTENANCE.

ALL WORK SHALL MEET THE REQUIREMENTS OF NFRPA 13, PIPING SHALL BE HTYDRAULICALLY CALCULATED. PROVIDE ENGINEERED
DRAUINGS AND CALCULATIONS SIGNED AND SEALED BT A PROFESSIONAL ENGINEER OR STATE OF WISCONSIN LICENSED SPRINKLER
DESIGNER,

COORDINATION DRAWINGS OF THE CEILING SPACE SHALL BE SUBMITTED AND APPROVED BEFORE STARTING WORK., DRAWINGS SHALL
TAKE INTO ACCOUNT WORK OF ALL TRADES INVOLVED TO ENSURE ALL INTERFERENCES WILL BE AVOIDED.

THE WORK OF THIS DIVISION MUST BE COORDINATED WITH THE WORK OF OTHER DIVISIONS AND THE OWUNER TO PREVENT INTERFERENCE,
ANT NECESSART CHANGES TO BE MADE BECAUSE OF THE LACK OF PROPER COORDINATION SHALL BE PERFORMED WITHOUT EXTRA
CHARGE. WHERE THE WORK OF THIS DIVISION WILL BE INSTALLED IN CLOSE PROXIMITT TO THE WORK OF OTHER TRADES, OR WHERE
THERE 19 EVIDENCE THAT THE WORK OF THE CONTRACTOR WILL INTERFERE WITH WORK OF OTHER TRADES, HE SHALL ASSIST IN WORKING
OUT SPACE CONDITIONS TO MAKE A SATISFACTORT ADJSTMENT. IF THE CONTRACTOR INSTALLS HIS WORK BEFORE COORDINATING [T
WITH OTHER TRADES, HE SHALL MAKE NECESSART CHANGES IN HIS WORK TO CORRECT THE CONDITION WITHOUT EXTRA CHARGE.

CONTRACTOR MAINTAIN THE INTEGRITYT OF ALL RATED ENCLOSURES (SMOKE AND FIRE RATED) THROUGHOUT THE FACILITY, REFER TO
THE ARCHITECTURAL PLANS FOR LOCATIONS OF RATED ASSEMBLIES. SEAL ALL PENETRATIONS (RATED AND NON-RATED) IN
ACCORDANCE WITH THE SPECIFICATIONS (SEALING AND FIRESTOPPING REQUIREMENTS).

SPRINKLER GUARDS: PROVIDE SPRINKLER GUARDS ON ALL EXPOSED SPRINKLER HEADS WHERE DAMAGE 1S POSSIBLE (ROOF
HATCHES, ACCESS DOORS, NEAR EQUIPMENT SERVICE AREAS, ETC.).

DO NOT DRILL THROUGH ANT STRUCTURAL MEMBER WITHOUT PRIOR CONSENT. ANY HOLES MADE THROUGH STRUCTURAL MEMBERS OF
THE BUILDING SHALL BE VERIFIED AND APPROVYED IN WRITING BY A STRUCTURAL ENGINEER,

ALL STSTEM COMPONENTS SHALL BE UL, LISTED AND F.M. APPROVED. EQUIPMENT AND RISER ASSEMBLIES SHALL BE UL, LISTED AND
FM APPROVED AS ASSEMBLIES, NOT INDIVIDUAL COMPONENTS,  WHERE QUICK-RESPONSE TTPE SPRINKLER HEADS ARE SPECIFIED, THE
SPRINKLER HEADS ALONE MAY BE UL, LISTED ONLY, PROVIDED THAT THEIR USE 1S ACCEPTED AND APPROVED BY THE OUNER'S
INSURANCE UNDERWRITER AND THE LOCAL FIRE CHIEF,

CONTRACTOR SHALL BE RESPONSIBLE FOR FINAL PLANNING, DESIGN, SPRINKLER HEAD LATOUT, HTDRAULIC CALCULATIONS, AND
COMPLETE REGULATORT APPROVAL. ALL WORK TO BE PERFORMED BY LICENSED PERSONS EMPLOTED BY THE SPRINKLER
CONTRACTOR.

CONTRACTOR SHALL PERFORM FLOW TESTS PRIOR TO PREPARATION OF DESIGN CALCULATIONS, TEST SHALL BE REPRESENTATIVE OF
HIGH WATER USE PERIODS. CONTRACTOR SHALL CONTACT THE LOCAL MUNICIPALITY AT LEAST 7 DAYS PRIOR TO ANY TEST.
COORDINATE STSTEM DISRUPTION (INCLUDING EXACT TIME AND ARPPROXIMATE DURATION OF TEST) WITH ALL PARTIES., CONTRACTOR
SHALL BE RESPONSIBLE FOR ANT SERVICE DISRUPTIONS RESULTING FROM IMPROPER NOTIFICATION,

WET SPRINKLER PIPING AND STSTEM COMPONENTS SHALL BE INSTALLED IN LOCATIONS WITH ADEQUATE HEAT AND SUPPRESSION TO
PREVENT FREEZING. DO NOT INSTALL PIRPING WITHIN EXTERIOR WALLS OR ADJACENT TO AREAS SUBJECT TO FREEZING CONDITIONS,

INSTALL SPRINKLER PIPING SO THAT THE STSTEM CAN BE DRAINED IN ACCORDANCE WITH NFRPA-I3,  WHERE POSSIBLE, SLOPE TO MAIN
PRAIN VALVE. PROVIDE AUXILIART DRAINS FOR TRAPFED PIPING. AUXILIART DRAINS SHALL BE EQUIPPED WITH THREADED HOSE
CONNECTIONS FOR DRAINAGE.

SPRINKLER HEADS SHALL BE INSTALLED CENTER OF TILE.

CONTRACTORS AND SUBCONTRACTORS SHALL CAREFULLY REVIEW ALL CONSTRUCTION DOCUMENTS,  INFORMATION REGARDING THE
COMPLETE SCOPE OF WORK 15 DISFPERSED THROUGHOUT THE DOCUMENT SET AND CANNOT BE ACCURATELT DETERMINED WITHOUT
REFERENCE TO THE COMPLETE DRAWING SET.
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&&D T 3 \224/ STORAGE D) i 3 \2-24/
U — 305 - —— 200 — U — 305 - — —
NOTES:
\\ 1 | LOUVER ASSEMBLY SHALL BE COMPLETE WITH CHANNEL FRAME, BIRDSCREEN, AND INTEGRAL COLOR ANODIZED FINISH (COLOR SELECTED BY ARCHITECT). \\ 1
] ]
o = Q|| o = Q||
44x10 ' 44x10 '
D D T %? EXHAUST FAN SCHEDULE D D T %?
L Eop FAN MOTOR DATA UNIT
TAG | MANUFACTURER MODEL TYPE CFM | i) | DRIVE WEIGHT | NOTES SERVES
RPM HP YOLT | PHASE | (LBS)
| EF-1 GREENHECK 5Q-090-VG | TWOSPEED INUNE | 660 | 025 | DIRECT | 1725 2 20 41 ALL WASH DOWN ROOM #1308C
L it 1] L
@ | o J | &> | . }
305 — §l\'  — 305 — ?\-  —
-~ ® = e axo = @ || . [ ® = e axe = @ ||
— n | B— — _ n |
T T :305 . SUPPORT FROM STRUCTURE, ISOLATE FAN AND ASSOCIATED DUCTWORK. i T ;05
= = 2, PROVIDE WITH DISCONNECT SWITCH AND MAGNETIC MOTOR STARTER, ] —
3, PROVIDE TWO-SPEED FAN (LOW SPEED TO PROVIDE CONTINUOUS EXHAUST AT A RATE OF 215 CFM),
4, PROVIDE GRAVITT BACKDRAFT DAMPER.
5, EXHAUST FAN SHALL BE CONSTRUCTED FOR THE TRANSMISSION OF MOISTURE LADEN AR, ‘ ‘
v ARST FLOOR DUCTWORK SCALE: 1/4" = 1-0" v ARST FLOOR DUCTWORK SCALE: 1/4* = ¥-0"

NORTH

NORTH
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DEMOLITION AND INSTALLATION NOTES:

DEMOLISH EXISTING RECEPTACLES, MAINTAIN CIRCUIT FOR RECONNECTION OF NEW UNIFORM CHECK-OUT RECERPTACLES,

DEMOLISH EXISTING RECEPTACLES. MAINTAIN CIRCUIT FOR RECONNECTION OF NEW STORAGE ROOM
RECEPTACLES.

DEMOLISH EXISITNG CIRCUIT CONNECTED TO EMERGENCTY POWER BACK TO SOURCE. CIRCUIT ORIGIN AND ANY
OTHER CONNECTED LOADS 1S UNKNOWN, CONTRACTOR TO TRACE AND FIELD VERIFT.

DISCONNECT AND REMOVE DATA CABLE FROM THREE DATA JACK OUTLET, MAINTAIN CABLE FOR REUSE IN NEW
UNIFORM CHECK-OUT AREA, PROVIDE TERMINATION AND TESTING OF CABLING AND CONNECTIONS,

ROUTE NEW CAT& CABLING FROM PUNCHDOUN IN TELECOMM ROOM #1323 TO PHONE JACKS SHOWN, PROVIDE TERMINATION

EXTEND EXISTING NAC CIRCUIT TO SERVE NEW NOTIFICATION DEVICES,  MOUNT AND INSTALL PER NFPA 72 AND ADA INSTALLATION
REQUIREMENTS, REVIEW EXISTING BATTERY CALCULATIONS TO ENSURE SPARE CAPACITT FOR NEW DEVICES,
IF REQUIRED, SUPPLEMENT OR REFPLACE BATTERIES TO ENSURE CODE COMPLIANCE FOR 24 HOUR BATTERY
BACK-UP.

FURNISH AND INSTALL NEW HEAT DETECTOR., CONNECT TO EXISTING SLC LOOP. REVIEW EXISTING BATTERY
CALCULATIONS TO ENSURE SPARE CAPACITY FOR NEW DEVICES. IF REQUIRED, SUPPLEMENT OR REPLACE BATTERIES
TO ENSURE CODE COMPLIANCE FOR 24 HOUR BATTERYT BACK-UP.

NEW INLINE EXHAUST FAN FURNISHED AND INSTALLED BY MECHANICAL CONTRACTOR, MECHANICAL CONTRACTOR

N

CONSTRUCTION LIMITS

ELECTRICAL PLAN - DEMO WORK

E200/ PO"= AN

B
(o)
\E200/

SCALE: /4" = 10"

NORTH

SHALL FURNISH STARTER AND DISCONNECT SWITCH, E.C. SHALL PROVIDE CIRCUITING INCLUDING CONNECTION
TO MOTOR, DISCONNECT SWITCH, AND CONNECTION TO PANEL, E.C. SHALL INSTALL DISCONNECT SWITCH.

PROVIDE NEW 20 AMP, SINGLE POLE BREAKER FOR SPACE NOTED IN CIRCUITING, EXISTING PANELBOARD
IS GE MODEL *NLAB. PROVIDE GE #THHQB STYLE BREAKERS.

GENERAL NOTES:

S

ONORORONO

E.C. SHALL PROVIDE ALL APPURTENANCES AND ACCESSORIES INCLUDING, BUT NOT
LIMITED TO, PHOTOCELLS, CONTACTORS, SWITCHES, STEMS, HANGERS, ETC., IN
ORDER TO PROVIDE A COMPLETE AND OPERABLE STSTEM,

COORDINATE ALL RECEPTACLE, DATA AND TELEPHONE PORT LOCATIONS WITH
FURNITURE LATOUT AND OWNER PRIOR TO ROUGH-IN.

FIRE ALARM STSTEM INSTALLATION AND WIRING SHALL BE PER NFPA REGULATIONS
AND LOCAL FIRE DISTRICT REQUIREMENTS,

COORDINATE FIXTURE LOCATIONS AND MOUNTING ASSEMBLIES WITH OTHER TRADES
AND TYPE OF CONSTRUCTION.,

COORDINATE LIGHTING LATOUT WITH ARCHITECT'S REFLECTED CEILING PLAN AND
ADMST LATOUT ACCORDINGLY.

EMERGENCY LIGHTING SHALL NOT BE CONNECTED TO OCCUPANCY SENSORS.

AND TESTING OF CABLING AND CONNECTIONS, ROOM #1323 1S APPROXIMATELY €5 FEET FROM ROOM #1308,
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DEMOLITION & INSTALLATION NOTES:

DEMOLISH EXISTING WALL SWITCH. REUTILIZE JUNCTION BOX AND CONDUIT FOR INSTALLATION OF NEW WALL
MOUNTED OCCUPANCT SENSOR., RECONFIGURE AND EXTEND EXISTING BRANCH CIRCUITRY FOR CONTROL.
OCCUPANCY SENSOR SHALL BE HUBBELL MODEL # HIRS OR EQUAL,

DEMOLISH EXISTING LIGHT FIXTURES, CONDUIT, AND WIRING. MAINTAIN CIRCUIT FOR RECONNECTION AND
EXTENSION OF CIRCUIT TO NEW LIGHT FIXTURES.

FURNISH AND INSTALL NEW WALL MOUNTED LIGHT SWITCH. RECESS CONDUIT AND BOX INTO EXISTING STUD
WALL,

PROVIDE NEW RECESSED LIGHT FIXTURES, COORDINATE POSITIONS IN GRID WITH NEW AND EXISTING DUCTUORK,
ALL NEW LIGHT FIXTURES SHALL BE CONNECTED TO THE EXISTING BRANCH CIRCUIT,

5 FURNISH AND INSTALL NEW EXIT SIGNAGE. CIRCUIT TO UNSWITCHED EMERGENCT CIRCUIT.

GENERAL DEMOLITION NOTES:

VERIFT FIELD MEASUREMENTS AND CIRCUITING SHOWN ON DRAWINGS., DEMOLITION DRAWINGS
ARE BASED ON CASUAL FILED OBSERVATION, REPORT DISCREPANCIES TO OWNER BEFORE
DISTURBING EXISTING INSTALLATION,

S

DISCONNECT ELECTRICAL STSTEMS IN WALLS, FLOORS, AND CEILINGS SCHEDULED FOR
REMOVAL,

COORDINATE UTILITY 8ERVICE SHUT-DOWN (IF REQUIRED) WITH THE RESIDENT ENGINEER/COTR,
NOTIFY THE OUNER AT LEAST 72 HOURS PRIOR TO DISABLING ANY EXISTING ELECTRICAL SYSTEM.

PROVIDE TEMPORART WIRING AND CONNECTIONS TO MAINTAIN EXISTING STSTEMS IN SERVICE
DURING CONSTRUCTION,

REMOVE AND RELOCATE EXISTING ELECTRICAL WORK AS INDICATED ON THE DRAWINGS
AND AS NOTED,

DEMOLISH ALL ABANDONED CIRCUITS BACK TO FIRST ACCESSIBLE JUNCTION BOX FOR REUSE.
REMOVE ALL BRACKETS, STEMS, HANGERS AND OTHER ACCESSORIES.

REMOVE EXPOSED ABANDONED CONDUIT ABOVE ACCESSIBLE CEILING FINISHES.,  CUT CONDUIT
FLUSH WITH WALLS AND FLOORS, DEBURR ENDS, AND PATCH SURFACES.

REPAIR ADJACENT CONSTRUCTION AND FINISHES DAMAGED DURING DEMOLITION AND EXTENSION
OF WORK,

CLEAN AND REPAIR EXISTING MATERIALS AND EQUIPMENT THAT WILL REMAIN OR ARE TO
BE REUSED.

PROVIDE TEMPORART SUPPORT FOR ALL CEILING MOUNTED / RECESSED LIGHT FIXTURES,
FANS, DETECTORS, SOUND STSTEM EQUIPMENT, ETC, SCHEDULED FOR REUSE UNTIL NEW
CEILING GRID 1S READT TO ACCEPT EXISTING DEVICES FOR FINAL PLACEMENT,

CGHOBOBOROBONORONC

COORDINATE WITH THE OWNER'S MAINTENANCE PERSONNEL TO DETERMINE IF ANT EXISITNG
EQUIPMENT / DEVICES SCHEDULED FOR DEMOLITION ARE NEEDED FOR MAINTENANCE PURPOSES.
IF 5O, TAKE CARE TO REMOVE EQUIPMENT / DEVICES CAREFULLY AND TURN OVER TO
MAINTENANCE STAFF UPON DEMOLITION,

S

THE ELECTRICAL CONTRACTOR 1S REQUIRED TO VISIT THE SITE AND TAKE NOTE OF ALL EXISTING
CONDITIONS WHICH MAY AFFECT HIS WORK AND HE SHALL BE RESPONSIBLE FOR ALL EXISTING
CONDITIONS UPON PREPARATION OF HIS BID. LACK OF INFORMATION REGARDING EXISTING
SITE CONDITIONS OR FAILURE TO VISIT THE SITE PRIOR TO BID PREPARATION SHALL NOT
BE ALLOWED AS A VALID CAUSE FOR ADDITIONAL COMPENSATION,

e

MECH.,
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MORGUE

MORGUE ANTEROOM

1313 1311

RECEIVING

DOoCK EXI
2094 @

LIGHTING FIXTURE SCHEDULE

TPE

LAMPS

NO.

CAT. NO.

DESCRIPTION

MANUFACTURER CATALOG NUMBER SHIELDING MOUNTING

REMARKS

Al

LED 2x4 RECESSED TROFFER

METALUX 2 GR FALDI &4 Al25 UNY 835 PAF 1 U ACRYLIC LENS RECESSED

A2

LED 2x4 RECESSED TROFFER GASKETED METALUX 2 GR FALDI 85 Al25 UNV 1835 PAF | G2 U ACRYLIC LENS RECESSED

EXI

LED EXIT SIGN

SURE LITES LPXe - WALL

GENERAL NOTES:

. COORDINATE FIXTURE LOCATIONS, CEILING COMPATIBILITY AND TRIM TTPE WITH ARCHITECT'S
REFLECTED CEILING GRID. MAKE ADJSTMENTS TO FIXTURE MODEL AND LATOUT AS REQUIRED.

W

QRGN

ALL FIXTURES SHALL BE PAINTED AFTER FABRICATION.
BALLAST SHALL HAVE A TOTAL HARMONIC DISTORTION (THD) OF 20% OR LESS, UTILIZE BALLASTS WITH 10%
OR LESS THD WHERE AVAILABLE FROM MANUFACTURER.

PROVIDE ALL MOUNTING ACCESSORIES, HARDWARE, HANGERS, ETC. NEEDED TO COMPLETE INSTALLATION,
COORDINATE ALL FIXTURE COLORS, PATTERNS, FINISHES WITH ARCHITECT / OUNER PRIOR TO ORDERING.
EXCEPT FOR HAZARDOUS RATED AND BATTERY COMPONENTS OF EMERGENCT FIXTURES, ALL FLUORESCENT

BALLASTS SHALL HAVE A DISCONNECTING MEANS DESCRIBED IN NEC 410.73G. THIS DISCONNECT MUST

ACCESSIBLE WITHIN THE FIXTURE AT OR NEAR THE BALLAST,

FEEDER SCHEDULE

CIRCUIT COPPER PHASE CIRCUIT COPPER PHASE
BREAKER CONDUCTOR CQRIT | BREAKER CONDUCTOR it
AMPS 3%, 3l AMPS 3%, 4l

EQUIPMENT
GROUND

15 3 #14 3/4" 15 4 #4 3/4"

44

20 3 #2 3/4" 20 4 #2 3/4"

#12

25 3 #O 3/4" 25 4 #o 3/4"

1O

30 3 #O 3/4" 30 4 *O 3/4"

*O

35 3 #g 3/4" 35 4 #g 3/4"

40 348 3/4" 40 4 *g 3/4"
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TURNING VANES VOLUME EXTRACTOR; ADJUSTABLE FROM FULLY— ADJUSTABLE
SEE FLOOR PLAN FOR g&ﬁgD POSITION TO CFM NOTED ON FLOOR MEII(A/-I\_G EROD OR
SPLIT DIMENSION B _]
MAIN SUPPLY . . .
DUCT - AIR—TEOW- AR—TEOW AIR—TEOW
_/
—  ARTFLHOW— i
MAIN
SUPPLY R SHALL R SHALL R SHALL
PROVIDE VOLUME DAMPE MAIN EXHAUST OR RETURN
buet < AR BS EQUAL OR EQUAL OR EQUAL OR
TOP REGISTER AR—FHOW— BE < BE H < BE
pa
SUPPLY REGISTER TAKE—OFF PLAN GREATER / ] | GREATER ANE / 7 GREATER
VIEW THAN W. VANE @ A W. THAN 1/6W.
~_ 1/4W OR 4" [100mm] y + THAN 1/3 e /
| MIN.
SEAF\)IZ%YH %E%?TER o / v / Vo PROVIDE VOLUME DAMPER STANDARD RADIUS OR_LONG \ A,
AR SPLIT DUCT TAKE-OFF PLAN S AR-FEOW- S BRANCH DUCT AT EACH BRANCH DUCT RADIUS ELBOW
VIEW
N / A,
; MAIN SUPPLY DUCT SHORT RADIUS ELBOW WITH SHORT RADIUS ELBOW WITH
1/4 W OR 4” [100 \ NOTE: ONE_VANE TWO VANES
1 [100mm] PROVIDE VOLUME PLAN VIEW —
A DAMPER 1. THE INTERIOR SURFACE OF ALL RADIUS ELBOWS SHALL BE MADE ROUND.
2. ALL STANDARD RADIUS ELBOWS CAN BE SUBSTITUTED WITH SHORT RADIUS ELBOWS. ALL SHORT
RADIUS FLBOWS SHALL HAVE VANES. VANES SHALL BE CONSTRUCTED, SUPPORTED AND FASTENED AS

BRANCH DUCT TAKE-OFF PLAN VIEW RECOMMENDED BY SMACNA.

SUPPLY DUCTWORK TAKE-OFFS EXHAUST OR RETURN BRANCH DUCTWORK DUCTWORK RADIUS ELBOWS

NTS NTS NTS

™~ nsuLamon

— .\DUCT

U gaseer

STEEL EXPANSION SHIELD FOR EXISTING \
CONSTRUCTION AND INSERTS FOR NEW NSULATION
CONSTRICTION THIS TYPE SHALL BE USED ONLY
IN SLABS OR BEAMS OF 4" [100mm] MIN DEPTH

INSULATION  SEE

SPECIFICATION 1/2" [15mm] ROUND SECTION "A_p”
ROD PIN
gg'SBFFE'EDBLADE AS EE)(?ISF?ESTEAB 3/8" [10mm] MIN DIA EXPANSION BOLTS FOR
DuCT OUTSIDE END BEARING — EXISTING CONSTRUCTION AND INSERTS FOR NEW
7 \ CONSTRUCTION ACCESS PANEL
/ INSULATION )\ | ASING
{ STAND—-OFF ‘
T ASKET ANDLE INSIDE
<~ DAMPER BLADE . _ T
< ~ HANDLE WITH =l W= cupP 3/8” [10mm] MIN DIA
> LOCKING QUADRANT T T~ — ANGLE INSERTS NEW F_ _‘l : 5 | > -
CONSTRUCTION ONLY. i —
b INSIDE END BEARNG ~ —/ % —d »gt L B’ =
1/8" [6mm] ™ j//“w ‘“’
CLEARANCE ‘ALL e ]
SIDE. ELEVATION AROUND SECTION NUTS & WASHERS TURNBUCKLE \ ©
NSULATION
3/8" [10mm] MIN DIA /] 3/8” [10mm] MIN DIA LEXIBLE
HANGER RODS HANGER RODS WASHER
° SECTION "B-B” ACTORY
NOTE: FOR PIPES UNDER 2" [50mm] IN SIZE USE 1 1/2'x ACCESS DOOR FABRICATED
1/27x1/4" [40x40x6.4mm] ANGLE. ALL PIPES 2" NOTES: LATCH
1. DELETE INSULATION STAND—OFF ON DUCTWORK WITHOUT EXTERIOR INSULATION. [50mm] & LARGER USE 3'x3'1/4" [76x75¢6.4mm] 1. LATCHES SHALL BE OF THE WEDGE TYPE TO CLOSE DOORS TIGHTLY.
ANGLE 2. HINGES ON THE ACCESS DOORS SHALL HAVE NON—CORROSIVE PINS.
2. DETAIL SHOWS SINGLE BLADE DAMPER. DAMPER INSTALLATION SHALL BE SIMILAR FOR MULTI-BLADE 3. SEE SMACNA 2005, FIGURE 9-15
DAMPERS & ROUND DAMPERS.
EXISTING YAY BOX SCHEDULE
MAX OWNSTREAM COIL 8IZING AND CAPACITY DATA
UNIT | SERVES MODEL No. | INET | MAX | MIN | M| BEEAEE O ar N - oe A SAPACTT REMARK
NO. | ROOM DUCT | CFM | Cla. | HIG | ey 5P, 5P, LEVEL MAIN | HTG | COIL | ENT. | LvG | ENT. | ROOM | TOTAL | REF
SIZE CRH | CRT | o DROP | DROP (BOX) ColL |FLow| FLUD | HW. | HW | AR | HTG MBH NO.
RADIATED | TYPE |RATE| P.D. |TEMP.| TEMP. | TEMP. | SETPOINT
NOTE: | NOTE: 2 GPM [FT H20 NOTE: 3
2-19 EXISTING OFFICE 1204 VCWF g8's | &40 195 195 0.67 0.38 0.2 23 2RoW | 1.5 0.2 180 160 55 75 5.4 I
220 | EXISTING STORAGE 1201 VCWF o' | 200 85 85 0.87 0.07 0.25 26 RoW |06 | 06 | 180 /Ze, 55 75 56 I
2-2] EXISTING OFFICE 1208 VCUF 6'e | 285 85 a5 o.78 0.5 0.25 29 ROW |06 | 06 | 180 6O 55 75 5.6 |
2-22 HUB ROOM 1329 VCWF &' 0O 85 85 0.95 0.02 0.25 26 RoW |06 | 06 | 180 Ze] 55 75 56 |
NOTES: . DESIGN INLET STATIC PRESSURE: 1& THE STATIC PRESSURE AVAILABLE &.P. AT THE BOX INLET IN INCHES W.G. FROM STATIC REGAIN REMARKS:
DUCT DESIGN PROGRAM. . VAV BOX WILL HAVE 2WAY VALVE, SEE DETAIL 6M4 FOR INSTALLATION,
2, MAXIMUM UNIT STATIC PRESSURE INCLUDES;  THE S.P, DROP THRU THE BOX AT FULL AIR FLOW AS WELL AS THE &.P. DROP 2. VAV BOX WILL HAVE 3-WAY VALVE. SEE DETAIL 6M4 FOR INSTALLATION,
THRU THE REHEAT COIL AT FULL AIR FLOW IN INCHES W.G..
3, HEATING COIL CAPACITY 1 DETERMINED AT MINIMUM BOX CFM AND INCLUDES SPACE HEAT LOSS PLUS REHEAT LOAD,
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